
Rhein-Ruhr Feuerstätten Prüfstelle . Im Lipperfeld 34 b ' 46047 Oberhausen
Testing laboratory according to Regulation (EU) Nr. 305/201 1 , notified body No.: NB 1 625
Testing, monitoring and certification body according to LBO. registered No.: NRW 15
Testing, monitoring and certification body in construction supervision licensing procedures

€. DIN CERTCO testing laboratory, registered No. PLI 39
Testing laboratory according to DIN EN ISO/IEC 1 7025:2005, DAkkS No. D-PL-1 7727-01 -oo
The accreditation is only valid within the boundary of the certificates annex.

RRF
Rhein-Ruhr FeuerstäHen Prüfstelle

DAkkS
Deutsche
Akkreditierungsstelle
D-PL-1772741-00

Numero del certificato: RRF CA 14 3599

CERTIFICATO AMBIENTALE riferito a decreto legislativo 7 novembre 2017, n.
ENVIRONMENTAL CERTIFICA TE according to legislative decree 7 November 2017, no. 186

Produttore / Manufacfurer; Industrias Hergöm S.L.

C/Borrancho s/n, ES-391 1 0 Soto de la Marina

Tipo / Type; Glance M

Tipologia prodotto/
Product type:

Stufe alegna/
roomheater for wood

Norma di riferimento /
Reference standard: EN 1 3240:2001/A2:2004/AC:2007

Reference fest repoda di riferimento / RRF - 40 14 3599

Potenza termica nominale /
Nominal heat output:

7,0 kW

Combustibile di prova / Test fue/; Ciocchi di legna / wood /ogs

Classe soddisfatta / fu/#//ed c/ass 4 stelle

Oberhausen, 27. agosto 2018

(Luogo e data)

dellaboratorio di prova

Seite l von l PB 13240 VI 8 201 80813SM

Risultati apparecchio iClassi di prestazione / Pe/fom7ance c/assen
App//anceresu/fs; 1 5stelle 1 4stelle 1 3stelle 1 2stelle
t;i;i5' ' ' ' ' ' ' ' ' ' ' ' ' }Ü;;if' ' ' ' ' ' 'ää' ' ' ' ' ':' '' ' ' ' E'äi ' ' ' '' 'l' ' ' ' '' 'Ë'5Ö ' ' ' ' ' 'l' ' ' ' ' '; äÖ' ' ' ' ' 'i' ' ' ' ' ': 'fË' ' ' ' ''
COTI) mg/m3: 65 1 $35 1 $70 i $100 1 s150
LX' 'jF'' ' ' ' ' ' ' ' ' ' :=.': ;.=;f'' ' ' ' ' 'Ä;' ' ' ' ' ' ' }'' ' ' ' ';';XÄ'' ' ' ' ':' ' ' '''; ;';X' ' ' ' ' 'i' '''';=ÄX' ' ' ' 'i'' ' ' '';'Ä=Ä' - ---
llQi..]!...........g.gZu?i.. .91 ] lsljëollll i ii'öi'''''l''''':lÖÖ'''''l''''''Ë'iiiÖ
CO2) mg/m3: 875 1 $650 1 $1250 1 s1500 1 $2000
: ä'''' ' ' ' ' ' ' ' ' ' ' ' ' ' ' ' ' l;;r ''' ' ' ' 'äX ' ' ' ' ' 'l' ' ' ' ' ' '; 'äi' ' ' ' ' ' ':'' ' ' ' ' ';';; ' '' ' ' 'r'' ' ' ''=' ;;' ' - - - 'i' '' ' ' ' =;;' - ' - --nn %: 80 : 285 : 277 : 275 : 275
1) Determinato applicando il metodo di misura della CEN/I'S 1 5883 (EN 1651 0-1 :2018) /

)etermined applying the measurement method of the CEN/TS 15883 (EN 16510- 1:2018)
2) Determinato secondo la EN 1324Q:2001/A2:2004/AC:2007

Determined according to EN 13240:2001/A2:2004/AC:2007
Nota: tutti i valori di concentrazione calcolati al 13 % di O: /
Note: af! the concentratfan values are calcufated at 13 % of O 2


